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1. Revise as follows:
910.3.1 Design. Smoke and heat vents shall be listed and labeled to indicate compliance with
FM 4430, ICBO UBC Standard 15-7, UL 793, or an approved equivalent nationally recognized

standard.

2. Add new standards to Chapter 45 as follows:

FM 4430-80 Heat and SmMoKe VentS. ..ot et eeeeie e ieieeeenenenneneeeeneneanene...910.3.1
UL 793-97 Standard for Automatically Operated Roof Vents for Smoke and Heat....910.3.1
ICBO UBC Standard 15-7 (1997) Automatic Smoke and HeatVents.............ccceeu..... 910.3.1
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The purpose of this proposed amendment is to allow for smoke and heat vents to be listed and labeled in
accordance with other nationally recognized standards instead of specifying only UL 793. Currently there
are at least two other standards available for listing and labeling smoke and heat vents for their intended
purpose. They are FM 4430-80 Heat and Smoke Vents and ICBO Uniform Building Code (UBC) Standard
15-7 Automatic Smoke and Heat Vents. Furthermore, this would also allow for smoke and heat vents to
be listed and labeled in accordance with an ICC Evaluation Service, Inc. Evaluation Report or even a

legacy ICBO Evaluation Service, Inc. Evaluation Report.

It is not necessary from a fire performance perspective to limit listing and labeling of smoke and heat
vents to only UL 793 Standard for Automatically Operated Roof Vents for Smoke and Heat. The other
above mentioned standards have proved suitable over the years and should not be excluded. The main
reason they are currently excluded from reference in the IBC and the IFC is that those standards were not
developed through an ANSI approved consensus process as is required for any standards referenced in
the IBC. Thus, the rules of procedure for referenced standards in the ICC will not allow the FM or ICBO

UBC standards to be referenced.

This amendment will also make the code consistent with NFPA 204-2002 Standard for Smoke and Heat
Venting which also requires smoke and heat vents to be listed and labeled in accordance with all of these
same standards or any other approved nationally recognized standard as specified in Section 5.1 of that
document. So acceptance of this amendment will result in consistency with another nationally recognized
standard and will also provide appropriate guidance to listing and labeling agencies as to the other
available standards that may be utilized for evaluating smoke and heat vents for use in accordance with
the IBC and the IFC. This will also be consistent with the way that the current California Building Code
(CBC) and California Fire Code (CFC) regulate smoke and heat vents.
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